
G G.1

EXISTING ROOFING SYSTEM

EXISTING ROOF STRUCTURE

EXISTING WALL

CAST IN PLACE
CONCRETE
STRUCTURE; SEE
STRUCTURAL

2-HR FIRE RATED SHAFT
WALL; SEE FLOOR PLAN
FOR WALL TYPE

SUSPENDED ACOUSTICAL
CEILING SYSTEM

EPDM ROOFING
SYSTEM OVER
TAPERED
INSULATION

EXISTING FLOOR SLAB CAST IN PLACE
CONCRETE SLAB;
SEE STRUCTURAL

LEVEL 1 BUILDING 2

697' - 10"

TOP OF ROOF SLAB

709' - 9"

4"

10"

2-A27

10

Level 2 BUILDING 2
711' - 0"

Level 1 BUILDING 2
697' - 10"

EXISTING WALL

EXISTING
FLOOR SLAB

EPDM ROOFING SYSTEM
OVER TAPERED INSULATION

CAST IN PLACE CONCRETE
STRUCTURE; SEE STRUCTURAL

SUSPENDED ACOUSTICAL
CEILING SYSTEM

CAST IN PLACE CONCRETE
SLAB; SEE STRUCTURAL

11.4

4"

1'-6 1/2"

EXPANSION JOINT

2-A27

10
TYP

7

MODULAR FACE BRICK

PRECAST CONCRETE

INSULATED ALUMINUM
CURTAIN WALL SYSTEM

5/8" GYPSUM
BOARD

THRU-WALL GALVANIZED
METAL FLASHING

RIGID INSULATION

MORTAR NET

CAST IN PLACE
CONCRETE BEAM -
SEE STRUCTURAL

BACKER ROD &
SEALANT BOTH SIDES

1
'-
6
 1

/2
"

4" 3 5/8" 1 3/8" 3"

WEEP ROPE

STEEL ANGLE; SEE
STRUCTURAL - PAINT
EXPOSED FACES TO
MATCH PRECAST
(MASONRY IS DEDUCT
ALT 5 IS TAKEN)

PROVIDE WEEP
CHANNEL IN PRE-CAST
AT 24" OC

BRICK VENT

1
"

TERMINATION BAR

FLUID-APPLIED
AIR/MOISTURE
BARRIER

CAST-IN-
PLACE
CONCRETE
BEAM

DRIP EDGE

BID ITEM 6 (DEDUCT
ALT . #5): USE
MASONRY IN LIEU OF
PRECAST "FRAME".
SEE EXTERIOR
ELEVATIONS ON 2-A3

SEALANT

SEE  7/2-S7 FOR
STRUCTURAL ANCHORING

DOVE TAIL SLOT
AND STAINLESS
STEEL STRAP
ANCHOR

INSULATED PRE-CAST
PANEL

3-5/8" STUD CHANNEL

SILL

ALUMINUM
CURTAIN WALL SYSTEM
W/ INSULATED GLAZING

ALUMINUM SILL
FLASHING IN
CONTINUOUS BED
OF SEALANT

SHIM, BACKER ROD
& SEALANT, TYP.

6 3/8"

4" 3"

7 1/2"

4" 7 5/8"

SEALANT

TREATED WOOD
BLOCKING CAST
INTO PRE-CAST
PANEL

1
"

1
'-
5
"

4 3/4"

FLUID-APPLIED
AIR/VAPOR/MOISTURE
BARRIER

BID ITEM 6 (DEDUCT
ALT 5): REMOVE
PRECAST "FRAMES".
TERMINATE PRECAST
AT DASHED LINE TO
ELIMINATE FRAME. SEE
EXTERIOR ELEVATIONS
ON 2-A3.

DRIP EDGE

1/4"

1
/4

"

DOVE TAIL SLOT AND
STAINLESS STEEL
STRAP ANCHOR

INSULATED ARCHITECTURAL
PRE-CAST PANEL

MODULAR FACE BRICK

FLASHING MEMBRANE
ADHERED TO METAL DRIP
EDGE. SET DRIP EDGE IN
BEAD OF SEALANT. FLASH
MEMBRANE UP WALL AND
TURN INTO MASONRY BED
JOINT

3" RIGID INSULATION

8" CMU

BACKER ROD & SEALANT

AIR SPACE

MORTAR NET

WEEPS

4" 4" 7 5/8"

1'-3 5/8"

AIR/MOISTURE BARRIER

FLUID-APPLIED
AIR/MOISTURE BARRIER

COTTON WEEP ROPE

MORTAR NET

THRU-WALL FLASHING

MASONRY TIES
@16" VERTICALLY

MASONRY VENT
@ 24" OC

4" CMU

FILL CAVITY WITH RIGID INSULATION
BELOW FLASHING

RECOVERY BOARD

TAPERED RIGID
INSULATION

VAPOR RETARDER

EPDM ROOF MEMBRANE

EPDM TERMINATION BAR
FASTENED @ 12" OC

8" CMU

EXISTING WAREHOUSE
ROOF SLAB AT EXISTING WAREHOUSE

EPDM FLASHING MEMBRANE

LAP SEALANT

SPLICE ADHESIVE

BATTEN STRIP
FASTENED @ 12" OC

FIRE-TREATED
PLYWOOD SHEATHING

SEALANT, TYP

3" RIGID INSULATION

MODULAR FACE BRICK

BENT PLATE - SEE STRUCTURAL

BRICK VENT

FLUID-APPLIED AIR/
MOISTURE BARRIER

EPDM RETAINER WITH
BATT INSULATION AT EXISTING WAREHOUSE

CAST IN PLACE
CONCRETE STRUCTURE;
SEE STRUCTURAL

2x6 FIRE-TREATED
WOOD NAILERS

VAPOR RETARDER

TAPERED RIGID
INSULATION SYSTEM

RECOVERY BOARD

BONDING ADHESIVE

EPDM ROOFING
MEMBRANE

EPDM FLASHING MEMBRANE SPLICE ADHESIVE

LAP SEALANT
PREFINISHED
GALVANIZED METAL
FLASHING FASTENED
@ 4" OC

FIRE-TREATED WOOD
BLOCKING

EIFS OVER 2-1/2"
RIGID INSULATION

1"

6
"

7
 5

/8
"

1" RIGID INSULATION

T.O. ROOF DECK
724' - 11 3/4"

CAST IN PLACE CONCRETE
STRUCTURE; SEE STRUCTURAL

VAPOR RETARDER

TAPERED RIGID INSULATION

RECOVERY BOARD

EPDM ROOF MEMBRANE

3/4" FIRE-RETARDANT TREATED
PLYWOOD SHEATHING STAGGER
FASTENED @ 12" OC

BONDING ADHESIVE

LAP SEALANT

SPLICE ADHESIVE

BATTEN BAR FASTENED
@ 12" OC

BONDING ADHESIVE

EPDM FLASHING MEMBRANE

FIRE-RETARDANT TREATED
CONTINUOUS WOOD
NAILER FASTENED 12" OC; SHIM AS
NECESSARY TO PROVIDE SLOPE

EPDM OVER & DOWN VERTICAL FACE;
EXTEND 1-1/2" MIN OVER FACE BRICK

PRE-MANUFACTURED SLOPED
COPING SYSTEM

1'-3 5/8"

7 5/8"3"1 3/8"3 5/8"

TOP OF
BRICK/PRE-CAST

726' - 11 3/4"

6
"

5
 7

/8
"

FLUID-APPLIED AIR/
MOISTURE BARRIER

2" RIGID INSULATION

MODULAR FACE BRICK

EXPANSION ANCHOR @ 24" OC

T.O. ROOF DECK
724' - 11 3/4"

CAST IN PLACE CONCRETE
STRUCTURE; SEE STRUCTURAL

VAPOR RETARDER

TAPERED RIGID INSULATION
SYSTEM

RECOVERY BOARD

BONDING ADHESIVE

EPDM ROOFING MEMBRANE

LAP SEALANT

SPLICE ADHESIVE

BATTEN STRIP FASTENED
@ 1' - 0" OC.

EPDM FLASHING MEMBRANE

BONDING ADHESIVE

3/4" FIRE-TREATED PLYWOOD
SHEATHING STAGGER FASTENED
@ 1' - 0"

PRE-MANUFACTURED
METAL COPING

INSULATED PRECAST PANEL

1'-2 1/4"

FIRE-TREATED CONTINUOUS
WOOD NAILER

FASTEN FLASHING MEMBRANE
@ 6" OC W/ 1" CAP NAILS

3" 4" 7 1/4"

TOP OF
BRICK/PRE-CAST
726' - 11 3/4"

FLUID-APPLIED AIR/MOISTURE
BARRIER

2" RIGID INSULATION

THREADED ROD INTO INSERT
@ 24" OC

CAST IN PLACE CONCRETE
STRUCTURE - SEE STRUCTURAL

SHIM AS NECESSARY

BACKER ROD AND SEALANT;
CONTINUOUS INTERIOR AND
EXTERIOR

ALUMINUM FRAMED STOREFRONT
SYSTEM W/ INSULATED GLAZING

EIFS OVER RIGID 2 1/2" RIGID
INSULATION

VAPOR RETARDER

5"

5" 4 1/2" ALUMINUM-FRAMED
STOREFRONT/CURTAINWALL
SYSTEM W/ INSULATED GLAZING

SHIM AS NECESSARY

BACKER ROD AND SEALANT;
CONTINUOUS INTERIOR AND
EXTERIOR

TREATED WOOD BLOCKING
CAST INTO PRECAST PANEL

INSULATED PRECAST PANEL -
SEE ELEVATIONS FOR
THICKNESS

PRE-FINISHED METAL FLASHING

1
"

2
 1

/2
"

WIND CLIPS

2 1/2" @ MECHANICAL & ELECTRICAL ROOMS AND RECEIVING

SILL - SEE PLANS FOR TYPE AND
LOCATIONS - NO SILL AT ROOMS
130, 130A AND 1C04.

VAPOR RETARDER

2834 Northgate Drive  |  Iowa City, Iowa  52245
319.354.3040  |  fax 319.354.6921  |  shive-hattery.com
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RENOVATE AND
EXPAND SPACE FOR
PATIENT SUPPORT
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WALL SECTIONS AND EXTERIOR
DETAILS

IOWA CITY, IOWA

IOWA CITY VA HEALTH CARE SYSTEM

25 35

 3/4" = 1'-0"
5

WALL @ INFILL - SOUTH
 3/4" = 1'-0"

6
WALL @ INFILL - NORTH

 3" = 1'-0"
2

CURTAINWALL HEAD

 3" = 1'-0"
1

CURTAINWALL SILL

 3" = 1'-0"
4

PRECAST & CMU BASE

 3" = 1'-0"
3

WALL @ WAREHOUSE ROOF

 3" = 1'-0"
7

ROOF EDGE @ MECH ROOM

 3" = 1'-0"
9

MASONRY PARAPET
 3" = 1'-0"

8
PRECAST PARAPET

 3" = 1'-0"
10

STOREFRONT HEAD @ PRECAST

 3" = 1'-0"
11

STOREFRONT SILL @ PRECAST


